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Gel-filled cable joints 
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1 General Assembly
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Gel-filled cable joints 

1010

2 Wiring of Single fixture / star shaped wiring
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Gel-filled cable joints 

10 FIXTURE10

IN OUT

10 FIXTURE10

IN OUT

3 Wiring of multiple fixtures / Daisy chaining



DATA+

Data Cable

DATA-
AADR_GND
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Power Cable (CE) 

LINE
NEUTRAL

max 2.5 mm²

Power Cable (cETLus) 

LINE
NEUTRAL

max. AWG 12
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Gel-filled cable joints 

4 General Wiring

For every wiring a protective tube is necessary. Reassure that all wiring is suitable for its mounting position. Prevent waterlogging.  

- Use at least AWG 14 to connect the Power cable of the fixtures
- Use at least AWG 26 to connect the Data cable of the fixtures

Please refer to local standards of electrical installation.               
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